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TEST REPORT
TEST REPORT NO : ETS/KAS-454/04/2021 DATE OF REPORT : 20-04-2021

WATER SAMPLE ANALYSIS REPORT

Name And Address Of Customer : M/s GAMA INFRAPROP PVT.LTD.

KHASRA NO. 948,U.1.P. VILLAGE.-MAHUAKHERA GANJ, TEH.-KASHIPUR , U.S.
NAGAR,UTTRA KHAND, INDIA -

Date of Sampling : 15-04-2021

Analysis Start Date 1 16/04/2021 Analysis End Date  : 20/04/2021
Sampling ID No. : 454/04 Sampling Done By : ETS LAB

Sampling Description : GROUND WATER

Sampling Location : BOREWELL

Sampling Method ¢ ETS/STP/WATER-02

Sampling Quantity : TWO Lt Packing Condition : Sealed Packed In : PVC Bottle

S.No. | Parameter r Unit Result | Drinking Water Standards / Test Method
Limit (1S:10500-2012)
} | Desirable | Permissible

‘ | | ‘ Limit Limit
1 J Colour ' || Hazen | <5 | ) 5 15 | APHA-ZIZ0 T
E | Odour |~ | AGREEABLE | Agreeable Agreeable 3025 (F 5]
3 [ Taste ' | = | AGREEBLA | Agresable | Agreeable | SE0E(PE]
'_4 ! Turbidity - | “NTU | <1 | 1 | 5 i APHA2130(B)
1_5 | pH | - 7.31 ‘ 6.5-85 | No Relaxation | APHA-4500 [F+5)
I 6 |' Total Hardness | mg/L | 2241 200 600 [ APHA-2340(C] T
|I 7 || Chloride (CIy ( mg/L ( 286 |' 250 1000 APHA-500 (B) J
| 8 Sulphate (S0, [ mgll | 22.1 J 200 400 APHA-4500 (C) -
g Fluoride (F) mg/L | 0.30 | 10 15 i APHA4500 (D) 4‘
10 Total Alkalinity ma/l | 1756 200 600 APHA-2320(8)
|‘ 11 Total Dissc_:lued Solids mg/L |' 436.4 |' 500 | 2000 | APHA-3540(C)
| 12 | Residual Free Chiorine mg/L | <0.02 i 0.2 | 1.0 i APHAS530 (B)
]—73 “Iren (Fe) i mg/L 0.11 | 03 | No Relaxation [ APHA3111(B)
14 Copper (Cu) [ mag/L < 0.01 0.05 15 [ ' APRA3TIT (8]
| 15 | Mangan.ese (Mn) | mg/L <01 | 01 | 03 |' APHA-3171 (B)
|' 16 | Mercury (Hg) | ma/L II < 0.001 |= 0.001 J No Relaxation I; APHA-ITIZE)
1_?_ | Cadmium (Cd) |' ma/L : <0.002 || 0.003 | NoRelaxation | APHAITIT(8)
| 18 f S}E&gﬁﬂ?x@ |I mg/L Il <0.01 i| 0.01 | No Relaxation | APHA-3T13 (8)
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Note:-
1. This test report shall not be used in any advertising media or as evidence in the court of Law without prior written permission of the laboratory.

2. The sample shall be destroyed after 15 days & Biological / Perishable sample shall be destroyed immediately after issue of test report.
3. The results indicated only refer to the tested samples and listed applicable parameters.

4. Our liability is limited to invoice value only.

5. No complaint will be entertained if received after 7 days of issue of test report.
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! 19 | Arsenic  (As) ( mg/L <001 | 0.01 0.05 | ~ APHA:500 (B) ]
! 20 | Cyanide (Cn) | malL <0005 | 0.05 ‘ No Relaxation | APHA-4500 (C) j
‘_21 | Lead (Pb) { mg/L < 0.001 |i 0.01 | No Relaxation APHA-3111 (B)

22 [ Zinc (Zn) | ma/L 1.46 I 5 | 15 , APHAZTTT (8] _r
Iﬁ II Aluminium  (Al) |I mg/L <0.01 | 0.03 | 02 i APHA-3500 (8) i
| 24 I| Chromium Hexavalent (Cr+8) .I mg/L < 0.007 | 0.05 | No Relaxation | ~ APHA-3500 Gr (B] 1
(725 I| Boron (B) .i maiL 610 05 ' 1.0 | APHA4500 (8]
| 26 | Barium (Ba) - | mgiL <0.05 | 0.1 i No Relaxation | APHA-STTT (0] ‘
| 27 Molybdenum (Mo) mg/L <0005 | 0.07 No Relaxation | AFHATIT (D) |
| 28 Nickel (Ni) mag/L <0.001 0.0z No Relaxation i APHA-311T (B}

29 J Silver (Ag) mg/L <0.05 | 0.1 No Relaxation APHA-3T11 (B] 4’

**** End Of Report****
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Note:-
1. This test report shall not be used in any advertising media or as evidence in the court of Law without prior written permission of the laboratory.

2. The sample shall be destroyed after 15 days & Biological / Perishable sample shall be destroyed immediately after issue of test report.
3. The results indicated only refer to the tested samples and listed applicable parameters.

4. Our liability is limited to invoice valuc only.
5. No complaint will be entertained if received after 7 days of issue of test report.
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